
3/30/16

A current sanitation report dated 7/25/15
was found and is available for review.
The Fire Marshall will be notified to conduct
a Fire Inspection.
The Fire Marshall will be notified each
year by the end of the first quarter if an
inspection has not been conducted
to prevent future issues with compliance.

The fire and safety plan has been revised
to incorporate a regularly scheduled drill
on each shift. Also a new sheet has
been adopted to allow for the names of
the participants, drill scenario, date and
other pertinent information. In addition, the
alarms in the building will be sounded to
familiarize residents, staff, and visitors of
the emergency planning drill.
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Records will be maintained on site
in a specified file/folder and readily 
available for inspection. 

In addition, the alarm monitoring
company will be notified during fire drills
to place the system in a "TEST" mode
for a specified period while the drills are
being conducted.
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4/7/16

Sprinkler heads will be cleaned 
and checked monthly as part of an
ongoing maintenance program.

4/7/16

A new emergeny light will be installed 
in place of the faulty light. As part
of the ongoing maintenance plan, all 
emergeny lights will be checked for 
proper functionality on a quarterly basis.

All penetrations in the medication room,
riser room and the door to the riser
room will be sealed with an approved
UL listed sealant to prevent fire and
smoke from entering adjacent spaces
in the case of an actual fire/smoke 
emergency. As part
of the ongoing maintenance plan, all 
emergeny lights will be checked for 
proper functionality on a quarterly basis.

A tecnician will be called to diagnose
and repair "Trouble" condition. As part
of the ongoing maintenance plan, 
the alarm panel will be monitored on a
monthly basis for "Trouble" conditions
and repaired as necessary to comply
with regulations and to ensure the 
safety of residents, staff and visitors
to the facility
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